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NOT IN PAVED AREA.
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FORD METER BOX CO.
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SLOPE OVER 3” THICK j
3” GRAVEL : 2” X 3” BRASS NIPPLE C Z
; *SEE NOTE 1. ARMORCAST POLYMER CONCRETE
: METER BOX #A6001419SA AND
' NICOR READ—RITE POLYMER
CAST IRON VALVE Vi WATER BOX LID
BOX,"EJ COMPANY ) B65SNLGRYWATthN9
STYLE, MODEL NO. /
0363967 OR EQUAL —
” / P BRASS
6” 3034 WHITE P ADAPTER, FEMALE IRON
PVC . .
b FEMALE I.P. THREAD AWWA E'SF,’_:E: TNHgTEé% X SLIP
P RESILIENT WEDGE GATE VALVE :
i : OR EQUAL. SEE SPECS.
TRACER WIRE y
12 GAUGE BLUE '
' BRASS ADAPTER,
TRACER WIRE ; FEMALE IRON PIPE
THREAD X SLIP BRASS
COPPER OR
MUNICIPEX
WITH TRACER BRASS FITTINGS AS REQ’D
WIRE FOR INSTALLATION
| 1/
NOTES:
1) FOR 1%” SERVICE, USE SAME 1%” BRASS NIPPLE
AND 2” X 1%”MALE X FEMALE THRD. BRASS REDUCING
2” X 3” BRASS NIPPLE BUSHING.
WATER MAIN 2) SEE PLANS FOR SERVICE LINE DIAMETERS.
s Wt o onEr 3) USE ARMORCAST POLYMER CONCRETE METER BOX
SLEEVE OR TEE #A6001419SA (17”x28”x12"”) AND NICOR READ—RITE
POLYMER WATER BOX LID B65NLGRYWATthNQ
City of Lake Oswego 1 %" TO 2" WATER SERVICE W 1 _ O 1 D
Engineering Division ASSEMBLY

Erica Rooney, P.E. City Engineer
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